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Division 02: Existing Conditions 
02.01: 2022.03.01 – Clearing along the property line at the expanded parking lot was complete. Silt fencing 
had been installed in that area. The building electric primary (service) had been marked in the field and the 
concern was raised the electric, fiber and phone lines are too shallow for the cut in grade that needs to occur 
to construct the expanded parking lot. It was determined the GC should perform several test digs to 
determine depths of the utilities and establish if they can be left in place. It was later determined the all three 
utilities are too shallow to remain in their current locations in the grass area where grade needs to be 
lowered. 
02.02: 2022.03.15 – A meeting took place with a representative of Duke Energy at the conclusion of the bi-
weekly progress meeting. It was indicated the fiber optic line and copper phone lines would not be allowed in 
the same trench as the relocated electric service. A new transformer would be required and no pro-ration 
would be given for the existing transformer due to age. 
 
Division 03: Concrete 
03.01: 2022.03.01 – Rebar was staged in preparation for use in concrete footings. Thermal blankets were 
staged for use to protect concrete pours from cold temperatures. 
03.02: 2022.03.15 – Foundation concrete pour was actively underway. The pour looked to be nearing 
completion. 
 
Division 31: Earthwork 
31.01: 2022.03.01 – Excavation for foundations was actively underway at the addition. 
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CONSTRUCTION PHOTOS 

 

2022.03.01 – Clearing at expanded parking area. 

 

2022.03.01 – Active excavation for footings. 

 

2022.03.01 – Rebar staged for use in footings. 

 

2022.03.01 – Blankets staged for use. 

 

2022.03.15 – Foundation concrete pour. 

 

2022.03.15 – Poured foundation. 
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